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ARTICLE I. - IN GENERAL  

Sec. 38-1. - Driving over fire hose.  

No person shall drive any vehicle over fire hose except upon specific orders from the chief or 
other officer in charge where the hose is issued.  

(Ord. of 2-20-73, § V, art. IV)  

Sec. 38-2. - False alarm.  

No person shall maliciously turn in or cause to be turned in a false alarm.  

(Ord. of 2-20-73, § V, art. VI)  

Cross reference— False alarm fine, § 50-11.  

Secs. 38-3—38-30. - Reserved.  

ARTICLE II. - FIRE PREVENTION CODE 

Sec. 38-31. Adoption by reference.  

a. There is hereby adopted by the city for the purpose of prescribing rules and regulations to 

improve public safety by promoting the control of fire hazards; regulating the installation, use 

and maintenance of equipment; regulating the use of structures, premises, and open areas; 

providing for the abatement of fire hazards; establishing the responsibilities and procedures for 

code enforcement; and setting forth the standards for compliance and achievement of these 

objectives, that certain set of codes known as The National Fire Codes, to include the Life 

Safety Code and International Fire Codes, as adopted by the Georgia State Fire 

Commissioner, with revisions, codes and standards, published by the National Fire Protection 

Association, and all subsequent amendments thereto, save and except such portions as are 

hereinafter deleted, modified or amended, of which code at least one copy is on file in the 

office of the city fire inspector; and the same is hereby adopted and incorporated as fully as if 

set out at length herein; and from the date on which this section shall take effect, the 

provisions thereof shall be controlling within the limits of the city; however, should any 

provision of the fire prevention code as adopted hereby be in conflict with any other provisions 

of this Code of Ordinances, the provisions of this Code of Ordinances shall prevail.  

 

b. The penalties for violating any section of this fire prevention code shall be as prescribed in 

section 38-32(1).  

 

c. There is hereby adopted by the council, for the purpose of prescribing regulations governing 

conditions to life and property from fire, explosion and hazardous materials and conditions that 

certain code known as the International Fire Code (IFC), as adopted and modified by the State 

Minimum Fire Safety Standard including appendixes. Additionally, NFPA 1, Uniform Fire Code, 

current edition will be used as a guide for the City of Richmond Hill. Copies of these Codes will 



be maintained and updated by the Bureau of Fire Prevention. These codes are adopted and 

incorporated as fully as if set out in length in this section; and the provisions of such codes 

shall be controlling within the city, subject to amendments, modifications, deletions and 

conflicting provisions in this Code that do not provide standards less stringent than the state 

minimum fire safety standards.  

 

(Ord. of 12-4-90, § 3-1; Ord. of 5-18-99; Ord. of 7-3-07; Ord. of 9-8-14)  

Sec. 38-32. Bureau of fire prevention.  

(a)The fire chief shall be responsible for the enforcement of the fire prevention code. The fire 

chief may detail qualified members of the fire department, as inspectors as shall from time to 

time be necessary. To assist in the performance of the responsibilities and duties placed upon 

the fire chief, a bureau of fire prevention in the fire department is hereby created. This bureau 

shall operate under the supervision of the fire chief. The fire chief shall designate a member of 

the fire department as fire marshal. The fire marshal shall be responsible for the direct 

administration and enforcement of the fire prevention code as may be set forth by the chief of 

the fire department. The fire marshal shall be appointed based on examination or other method 

for determining qualifications. The fire chief may also designate such number of technical 

inspectors as shall from time to time be authorized by the mayor. Such technical inspectors 

shall be selected through an examination to determine their fitness for the position. In addition, 

the appointed Fire Marshal shall be deputized by the State Fire Marshal's office 

 

(b) It shall be the duty of the Fire Marshal to enforce all laws and ordinances of the city 

covering the following:  

 

(1) The prevention of fires; 

 

(2) The storage, sale and use of combustible, flammable or explosive materials; 

 

(3)The installation and maintenance of automatic and other fire alarm systems, and fire 

extinguishing equipment;  

 

(4)The maintenance and regulation of fire escapes; 

 

(5)The means and adequacy of exits in case of fire, from factories, schools, hotels, lodging 

houses, asylums, hospitals, churches, halls, theaters, amphitheaters and all other places in 

which numbers of persons work, live or congregate from time to time, for any purpose;  

 

(6) The investigation of the cause, origin and circumstances of fires; 

 

(7) The maintenance of fire cause and loss records; and 

 

(8) Such other powers and duties as are set forth in other sections of this article, and as may 

be conferred and imposed from time to time by law.  

 



(c) The fire chief may delegate any powers or duties under this article to the fire marshal. 

 

(d)The fire chief shall prepare instructions for the fire marshal to include all forms used in 

reports. 

 

(e)The bureau of fire prevention shall investigate the cause, origin and circumstances of every 

fire occurring in the city by which property has been destroyed or damaged and, so far as 

possible, shall determine whether the fire is the result of carelessness or design. Such 

investigations shall begin immediately upon the occurrence of such a fire. The fire marshal 

shall take charge immediately of the physical evidence, shall notify the city police department 

and the state fire marshal to pursue the investigation of such matters, and shall further 

cooperate with the authorities in the collection of evidence and in the prosecution of the case. 

Every fire shall be reported in writing to the bureau of fire prevention within two days after the 

occurrence of the same by the fire department officer in whose jurisdiction such a fire has 

occurred. Such report shall be in such a form as shall be prescribed by the fire marshal and 

shall contain a statement of all facts relating to the cause, origin and circumstances of such 

fire; the extent of the damage thereof; the insurance upon such property; and such other 

information as may be required, including the injury, death or rescue of persons.  

 

(f)Before permits may be issued, the fire marshal shall inspect and approve the receptacles, 

processes, vehicles, buildings or storage places to be used for the conducting of business.  

 

(g)The fire marshal shall inspect or cause to be inspected all premises on a periodic basis, and 

shall make such orders as may be necessary for the enforcement of the laws and ordinances 

governing the same and for safeguarding of life and property from fire.  

 

(h)Whenever any inspector shall find in any building, or upon any premises or other places, 

combustible or explosive matter or dangerous accumulations of rubbish or unnecessary 

accumulations of wastepaper, boxes, shavings, or any highly flammable materials especially 

liable to fire, and which is so situated as to endanger property, or shall find obstructions to or 

on fire escapes, stairs, passageways, doors or windows, liable to interfere with the operations 

of the fire department or egress of occupants in case of fire, the inspector shall order the same 

to be removed or remedied; and such order shall forthwith be complied with by the owner or 

occupant of such premises or buildings, subject to the appeals procedure provided for in the 

fire prevention code. Any owner or occupant failing to comply with such order within 30 days 

after the service of the order shall be liable to penalties prescribed in subsection m below. The 

service of any such order may be made upon the occupant of the premises to whom it is 

directed, either by delivering a copy of same to such occupant personally, or leaving it with any 

person in charge of the premises, or, in case no such person is found upon the premises, by 

affixing a copy thereof in a conspicuous place on the door to the entrance of the premises, or 

by mailing such copy by certified mail to the owner's last known post office address. Whenever 

it may be necessary to serve such an order upon the owner of premises, such order may be 

served by delivering to and leaving with the person a copy of the order, or, if the owner is 

absent from the jurisdiction of the officer making the order, by mailing such copy by certified 

mail to the owner's last known post office address.  



The owner of the premises shall inform the bureau of fire prevention of the fire department in 

writing of the corrections made on the premises.  

 

(i) Fire inspectors are to charge a fee for annual inspections to include a fee for 30 day initial 

re-inspections. The re-inspection fee will be paid prior to the inspection and if not paid will 

constitute non-compliance and result in the issuance of a citation to appear in Richmond Hill 

Municipal Court. Fines will be as described in sub-paragraph "o" of this section. The payment 

for inspections and re- inspections are included in the cities revenue ordinance section I.     

 

(j)The fire marshal shall compile and keep a record of all fires and of all the facts concerning 

the same, including injuries, deaths, rescue of persons, and the statistics as to the extent of 

such fires and the damage caused thereby, and whether such losses were covered by 

insurance, and if so, in what amount. Such record shall be made daily from reports made by 

the technical inspectors under the provisions of this article and the fire department officer 

appointed by the fire chief to make such records. All such records shall be public.  

 

(k)The fire marshal shall make an annual report of the activities of the bureau of fire prevention 

and shall transmit this report to the Fire Chief who in turn shall include all activities in the 

department's annual report to mayor and council. This report shall contain all proceedings 

under the fire prevention code with such statistics as the fire chief may wish to include therein.  

 

(l)The fire chief or the fire marshal shall recommend any amendments to the fire prevention 

code or ordinance that shall be desirable.  

 

(m)The provision of the fire prevention code shall apply equally to both public and private 

property, and it shall apply to all structures and their occupancies, except as otherwise 

specified.  

 

(n)This article shall be deemed an exercise of police powers of the city for the preservation and 

protection of the public health, peace, safety and welfare; and all the provisions of the fire 

prevention code shall be liberally construed for that purpose.  

 

(o) Any person who shall violate any of the provisions of the fire prevention code; or shall fail to 

comply therewith; or shall violate or fail to comply with any order made there under; or shall 

build in violation of any details, statements, specifications or plans submitted or approved there 

under, or shall operate not in accordance with the provisions of any certificate, permit or 

approval issued there under, and from which no appeal has been taken; or who shall fail to 

comply with such an order as affirmed or modified by the fire marshal or by a court of 

competent jurisdiction within the time fixed herein shall severally for each and every violation 

and noncompliance, respectively, be guilty of a misdemeanor punishable by a fine of not less 

than $50.00 and not more than $500.00 or by imprisonment for not less than two days nor 

more than 30 days or by both such fines and imprisonment. The imposition of a penalty for any 

violation shall not excuse the violation, nor shall the violation be permitted to continue. All such 

persons shall be required to correct or remedy such violations or defects within 30 days and 

when not otherwise specified the application of the above penalty shall not be held to prevent 

the enforced removal of prohibited conditions.  



(Ord. of 12-4-90, § 3-2; Ord. of 7-3-07)  

 

Sec. 38-33. Definitions.  

 

The following words, terms and phrases, when used in the fire prevention code adopted in this 

article, shall have the meanings ascribed to them in this section, except where the context clearly 

indicates a different meaning:  

 Bureau of fire prevention means the City of Richmond Hill Fire Department  

 Corporation counsel means the city attorney.  

 Fire marshal means the head of the Prevention Bureau.  

(Ord. of 12-4-90, § 3-3; Ord. of 7-3-07)  

Cross reference— Definitions generally, § 1-2.  

Sec. 38-34. State safety fire commission rules adopted by reference.  

There is adopted by the city, for the purpose of prevention of destruction of life and property by fire, 

explosion and related hazards, the rules and regulations of the state safety fire commissioner, under 

the authority of O.C.G.A. Title 25, chapter 2-12a(7)(b). Such rules are hereby adapted to the same 

extent as if fully set out herein. Copies of such rules are on file at the office of the city fire inspector.  

(Ord. of 12-4-90, § 3-4; Ord. of 7-3-07)  

Sec. 38-35. Fire chief and officials to cooperate with state officials.  

The fire chief and all other city officials, department heads and employees shall lend their 

cooperation to the state safety fire commissioner, state fire marshal, and their deputies or 

assistants, whenever called upon by them in the enforcement of the state safety fire law, and 

the rules and regulations promulgated pursuant thereto.  

(Ord. of 12-4-90, § 3-5)  

Sec. 38-36. Electric wires, electric power meters; authority to cut electric wires and remove 

electric power meters.  

The chief of the fire department and persons acting under him are authorized to cut any electric wire 

or remove any electric power meter deemed necessary to cut off the current at any fire, or related 

emergency, without expense to the city for so doing.  

(Ord. of 12-4-90, § 3-6)  

 

 



Sec. 38-37. Fire hydrants.  

(a) Inspection and subsequent reports and repairs. The chief of the fire department shall be 

responsible for the inspection, testing, servicing, painting, documentation of testing and repair of all 

fire hydrants in the city, such inspection to be made semiannually, and shall file a report concerning 

the condition of the fire hydrants with the mayor. However, if any fire hydrant is in need of immediate 

repair, he shall immediately notify the cities utilities department who shall take immediate action to 

have the hydrant repaired.   

(b)Obstructing. It shall be unlawful for any person to obstruct with building materials or in any other 

manner whatsoever any cistern, fire hydrant, standpipe, sprinkler connection, or other fire 

department connection, which would hinder approach to the same by any member of the fire 

department. No person shall put any posts or installations of any nature whatsoever nearer than 24 

inches to any cistern, fire hydrant, standpipe, sprinkler connection, or other fire department 

connection without first obtaining written permission from the fire chief.  

(c)The barrel of fire hydrants shall be set perpendicular to the ground with the lowest discharge at 

least 15 inches above the finished surface with the large discharge facing the street or closest paved 

driveway. Hydrants shall be located within six feet of the curb line or at a location suitable to the 

AHJ. A cutoff valve shall be installed between the fire hydrant and the main. Hydrants shall be 

installed so as the distance between hydrants does not exceed 660 feet of driving distance. Dead 

end streets and cul-de-sac shall have a fire hydrant installed so that the primary entrance to the 

most distant building is not greater than 300 feet. When new construction or modification to existing 

structure is made in areas of existing water mains, and hydrants separation or required fire flow 

does not meet requirements, construction contractors will be required to install fire hydrants to meet 

the requirements of this section and the IFC.  

All Fire Hydrants installed within the city limits of Richmond Hill will be three way hydrants (2) 2.5 

discharges and (1) 4.5 discharge (No two-way hydrants) fitted with a five "5" inch Storz adapter 

installed on the larger discharge. The adapter will be purchased and installed at the contractors / 

developer expense. All fire hydrants when installed by the contractor shall be white (Industrial 

Enamel Pure White) in color. The bonnets of each hydrant installed shall be color-coded by the fire 

department to indentify hydrant flow). 

 

(Ord. of 12-4-90, § 3-7; Ord. of 5-18-99; Ord. of 7-3-07; 09-08-14)  

Sec. 38-38. Obstructing fire station, apparatus, hydrant, etc.  

 

(a)It shall be unlawful for any person willfully or knowingly to put any trash or obstruction of any 

nature whatsoever in front of any fire apparatus or fire station.  

 



(b)No person shall park any vehicle or otherwise cause any obstruction to be placed within 50 

feet of the entrance to any fire station or other place where fire apparatus is stored, or within 

ten feet of any fire hydrant or cistern.  

 

(Ord. of 2-20-73, § V, art. V; Ord. of 12-4-90, § 3-8)  

Sec. 38-39. Setting fires.  

(a) Burning permits. No person shall burn or cause to be burned any trash, field, yard, paper, 

trees, lumber, or vehicles without a permit issued by the Georgia Forestry Commission, Liberty 

County Office. Burning shall be limited to piles no higher than two feet nor longer than five feet. 

Tree limbs four inches in diameter or larger and two feet or longer and all tree stumps will not 

be burned. All contractors must possess a written permit or assigned permit number from the 

Georgia Forestry Commission before burning any type materials  

 

(b) Leaving unattended. No person shall leave a fire that has been lawfully started out-of-doors 

while the same is still burning but shall remain in the vicinity of the fire until it has become 

extinguished. The fire shall be under observation at all times while it is burning by the person 

starting the same or someone specifically designated to do so. Tools needed to control the fire 

must be with the person attending the fire at all times. A charged water hose that will reach 

beyond the burning pile shall be maintained at all times while burning is conducted. All fires 

shall be extinguished before sunset of the day of burning.  

 

(c)Prohibited as to certain materials. No material or substance that emits noxious or poisonous 

gases may be burned within the city, e.g., rubber tires, batteries, PVC, clothing, etc.  

 

(d)Contractors' equipment permits. All contractors shall use a forced air curtain, or equivalent, 

to dispose of debris, trees, stumps, and brush or lumber that is over four inches in diameter 

and two feet long. Burning permits for contractors shall last for the entire length of the job, and 

shall not be required to be out by sunset.  

 

(e)Responsibility for damages. All contractors or persons shall be held responsible for any 

damages caused by burning debris, trees, stumps, brush, lumber or trash. The city or the fire 

department shall not be held liable for any damages caused by any permitted burning.  

(Ord. of 12-4-90, § 3-9; Ord. of 5-18-99)  

  (f) Barbeque Grills For other than one- and two-family dwellings, no hibachi, gas-fired grill, 
 charcoal grill, or other similar devices used for cooking, heating, or any other purpose, shall be 
 used or kindled on any balcony or under any overhanging portion or within 10 ft (3 m) of any 
 structure. Listed electric ranges, grills, or similar electrical apparatus shall be permitted. (Per 
 NFPA 1:10.11.7) 

 (g) Storage Within Residential Buildings. Storage of cylinders within a residential building, 
 including the basement or any storage area in a common basement storage area in multiple-
 family buildings and attached garages, shall be limited to cylinders each with a maximum water 
 capacity of 2.7 lb (1.2 kg) and shall not exceed 5.4 lb (2.4 kg) aggregate water capacity for 
 smaller cylinders per each living space unit. (NFPA 1:69.5.3.5) 



 (h) Hazardous Material Routes. The provisions shall apply to all streets, avenues, highways, 
 roadways, alleys or other public right-of-ways within the city except those specified within this 
 section where transportation of hazardous materials shall be allowed. Transportation of 
 hazardous materials shall be allowed upon the following streets, avenues, highways or 
 roadways: Georgia US 17 & 144 are designated MR's for the City of Richmond Hill. 
 
 (I) Weeds, vegetation, & Trash 

 (a)     Growth restrictions. 

 (1) It shall be unlawful for any person to allow any lot, tract, parcel of land or portion thereof, 
 occupied or unoccupied, improved or unimproved, to allow uncultivated grass, weeds, or brush 
 to grow to a height greater than 12 inches on any lot, tract, or parcel of land, or portion thereof. 

Sec. 38-40. Fire lanes.  

 

(a) It shall be an unlawful act for any person to park or block any fire lane in the city either by 

traffic or by other means.  

 

(b) Fire lanes may be occupied by vendors, between the hours of 5:00 a.m. and 10:00 a.m., for 

the purpose of the unloading of wares, provided that signs have been posted stating the times 

mentioned above. Signs shall be the responsibility of the storeowner.  

(Ord. of 12-4-90, § 3-10)  

Editor's note—  

An ordinance of May 18, 1999, § 5, amended the Code by repealing former § 38-41 in its 

entirety. Former § 38-41 pertained to education for employees of day care centers/group 

homes, and derived from an ordinance of December 4, 1990.  

Sec. 38-42. Fire protection requirements.  

 

(a) Fire protection and alarm systems. 

 

(1) Fire suppression and detection systems will be installed as required by the Life Safety 

Code as adopted by the City of Richmond Hill to include:  

 

a. All assembly occupancies of new bars with live entertainment, nightclubs, dance halls, 

discotheques, and assembly occupancies with festival seating having an occupant load of 100 

or more.  

 

b. Modifications or additions to existing buildings for the purpose of housing assembly 

occupancies of bars with live entertainment, dance halls, discotheques, nightclubs, and 

assembly occupancies with festival seating where occupancy load exceeds 100 persons.  

 

https://library.municode.com/HTML/14188/level3/PTIIICOOR_CH38FIPRPR_ARTIIFIPRCO.html#PTIIICOOR_CH38FIPRPR_ARTIIFIPRCO_S38-41RE
https://library.municode.com/HTML/14188/level3/PTIIICOOR_CH38FIPRPR_ARTIIFIPRCO.html#PTIIICOOR_CH38FIPRPR_ARTIIFIPRCO_S38-41RE


(2) All commercial structures which are Change to 5,000 sq. ft. to or larger in size will require 

an automatic fire protection system installed IAW National Fire Prevention Codes unless 

separated into fire areas less than 5,000 sq. ft by a 2-hr fire separation as described in the 

IBC. (Buildings of any type of construction or occupancy of 5,000 sq. ft. or more of the total 

floor space for commercial buildings, including 

 

(3) All existing commercial structures over 5,000 sq. ft. that are deemed under renovation in 

which the cost of renovation is more than the building or structure grossed assed value 

according to city tax records    will be required to be protected by an automatic fire protection 

system IAW National Fire Protection Codes or be separated into fire areas no greater than 

5,000 sq. ft. by a 2-hr fire separation as described in the IBC.  

 

(4) All residential structures containing three or more living units to include townhouses that 

are more than three stories high will require an automatic sprinkler protection system. Party 

walls on property lines will be firewalls as described in the IBC. Fire separation requirements 

may be relaxed in sprinkler-protected structures to one hour rating IAW the IBC.  

 

(5) All structures including new one- and two-family dwellings with a Fire Separation Distance 

of less than 10 feet will meet fire protection rating requirements of the International Building 

Code as described in subsection (b)(1)(a) and subsection (b)(1)(b) below.  

 

(6)There shall be a fire detection system to meet NFPA 72, as applicable, in all new 

occupancies of the following classifications: sprinkler protected structures, educational, health 

care, detention, daycare for children, elderly or handicapped, and group care homes. The 

system shall notify emergency forces when activated.  

 

(7) The property owner is responsible for having the fire detection and/or fire protection system 

inspected and tested in accordance with NFPA 13A. The system shall be inspected annually 

and a copy of the inspection report will be submitted to the fire marshal's office.  

 

(8) All fire detection systems and fire alarm systems installed in the City of Richmond Hill in 

commercial buildings will require a permit to be issued as follows:  

 

a .Application for a permit will be made at the planning and zoning office. 

 

b. Applications will be accompanied with a floor plan showing location of all appliances,  i.e. 

control panels, battery backup, smoke detectors, heat detectors, horns, strobes, pull stations 

and all other system components. All plans will be approved by the fire  department before 

issuance of the permit  

 

c. Applications will be accompanied by copies of certification of the designer, job  supervisor 

and installers.  

 

d. Fire suppression and detection systems shall be permitted separately by the City of 

Richmond Hill Planning and Zoning Department for a permit fee of $35.00 per system.  As a 

minimum, a pressure test on sprinkler systems shall be observed by the inspections 



department or the Richmond Hill Fire Department. Fire suppression systems shall be tested 

and maintained IAW N.F.P.A. 25, current edition, by a licensed fire protection contractor and a 

report of inspection or maintenance forwarded to the  Fire Chief of the Richmond Hill Fire 

Department. Sprinkler and Standpipe fire suppression fire department connections shall be 

equipped with a 5-inch STORZ adapter supplied by the contractor. Systems should be tested 

and inspected annually as a minimum. System  owners are responsible for the maintenance 

and upkeep of their systems and for notifying a repair facility of any malfunction. Records shall 

be maintained on site for each system inspection, test, or maintenance.  

 

e. All sprinkler contractors shall notify the fire department prior to performing any type  work, 

repair, test, or maintenance inside the city. All sprinkler contractors shall be licensed by the 

state to perform any type sprinkler work. All sprinkler plans for new  installation or modification 

to existing systems must be approved by the appropriate authority, either the State Fire 

Marshal's Office or the Richmond Hill Fire Department prior to starting work.  

 

f. All insurance companies shall notify the fire department prior to performing any test on 

sprinkler systems in the city.  

 

g. Fire suppression systems control rooms will have installed a "Knox box" entry system keyed 

to the city fire department code. Property owners will be required to purchase  "Knox boxes" 

for each sprinkler control room and fire alarm control room and provide  entry keys for each 

room to be placed in boxes. All post indicator valves will be  equipped with a Knox lock keyed 

to RHFD code. Knox boxes applications for Knox box purchasing and installation shall be 

picked up at the Richmond Hill Fire Department Installation of Knox system boxes and locks 

will be the contractor's responsibility prior to completion for new and existing construction. 

 

(9) If this section of the code in any way conflicts with the provisions in the International 

Building Code, the Fire Prevention Code, or the Life Safety Code and NFPA requirements the 

more restrictive shall apply.  

 

 

(b) Fire separation distance.  

 

Definition: The distance measured from the building face or a line vertical from the eave or 

overhang to the closest interior lot line, to the centerline of a street, alley or public way, or to an 

imaginary line between two buildings on the same property. The distance shall be measured at 

right angles from the lot line.  

 

(1)The standard fire separation distance will be ten feet for unprotected surfaces or walls with 

or without penetrations IAW the International Building Code.  

 

a. In residential construction, if the FSD is reduced to less than ten feet but more the five feet, 

the interior face of the exterior wall of each adjacent structure must be protected for a one-hour 

fire rating and have no penetrations or the structure must be sprinkled.  

 



b. In residential construction, if the FSD is less the five feet then both the interior and exterior 

faces of the adjacent walls must have a one-hour fire rating with no  penetrations or the 

structure must be sprinkled. Zero feet separation, such as  townhouses, will have a two-hour 

rated firewall as required by the IBC.  

 

c. In commercial construction, if the FSD is less than ten feet, a fire suppression system or fire 

rated construction IAW the IBC will be required.  

 

(c) Fire suppression system water supply and maintenance.  

 

(1)Fire suppression systems shall be serviced by a minimum six-inch water main and have a 

fire hydrant within 100 feet of the fire department connection if wall mounted or 50 feet if 

freestanding. If the suppression system and the fire hydrant are on the same water main then 

minimum size required for the water main is eight inches. Exception: modified systems or 

residential systems that use domestic water supplies. (Add: All fire 

 

 

(2) Water mains that service fire hydrants will be a minimum of eight inches in diameter. 

 

(3) Dead end water mains that exceed 300 feet in length will be a minimum of eight inches in 

diameter. Dead end water mains that exceed 600 feet in length will be a minimum of ten 

inches in diameter. Exception: Where plans can be shown for future development that will 

continue the water main to tie to an existing water main.  

 

(4) New water mains installed are required to extend to the farthest lot lines of that phase of 

development or to the last lot line of the property owned by the developer. If mains terminate 

300 feet or less from an existing water main, the developer will be required to connect to the 

existing water main to loop the system.  

 

(Ord. of 7-3-07; Ord. of 9-18-07)  

 

Sec. 38-43. Fireworks.  

 

(a) Fireworks will be stored and displayed IAW Georgia State Fire Commissioner's Regulations 

and Georgia State Laws.  

 

(b)  Firework displays must be approved by the mayor and council and the city fire chief.  A fee 

for Fire Works Display shall be charged for inspection of site and fire apparatus stand-by.  

(See Cites revenue ordinance)  

 

(c) Indoor pyrotechnics use is prohibited in the City of Richmond Hill. 

(Ord. of 7-3-07)  

Secs. 38-44—38-75. Reserved.  



 

ARTICLE III. - VOLUNTEER FIREFIGHTERS 
 

 Sec. 38-78. - Membership.  
 Sec. 38-79. - Equipment.  
 Sec. 38-80. - Identification of members; rights-of-way when responding to alarm; insignia.  
 Sec. 38-81. - Mutual aid agreements.  
 Sec. 38-82. - Penalty.  
 Sec. 38-83. - Special police powers for enforcement purposes.  
 Sec. 38-84. - Duties of chief of police, peace officers.  

Sec. 38-78. - Membership.   

(a) The membership of the department shall consist of such persons as may be appointed by the 
chief and shall be able-bodied citizens residing within the 20th Congressional District. 

  

(b) Any member of the department may be suspended or discharged from the department by the 
chief at any time he may deem such action necessary for the good of the department.  

(Ord. of 2-20-73, § III)  

Sec. 38-79. - Equipment.  

(a) All volunteer firefighters shall be issued PPE equipment after their six month with the 
department)  

 

(b) All equipment issued shall be turned in when a volunteer has been in active for a period of 90 
days or more or does not accumulate enough training hours annually to remain state certified).   

 

(e)No person shall use any fire apparatus or equipment for any private purpose, nor shall any 
person willfully and without proper authority take away or conceal any article used in any way by 
the department.  

 

(f) Volunteer Firefighters shall not enter any place where fire apparatus is housed or handle any 
apparatus or equipment unless accompanied by or having the special permission from the Officer 
on Duty 

(Ord. of 2-20-73, § IV)  

 Sec. 38-80- Identification of members; rights-of-way when responding to alarm; insignia.  

(a) Volunteer Firefighters shall be issued a badge and/or identification card designating his rank.  

 

(b) Each member of the department driving a car shall be issued a suitable insignia to be attached 
to his car.  

 

 

https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-78ME
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-79EQ
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-80IDMERI-WWHREALIN
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-81MUAIAG
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-82PE
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-83SPPOPOENPU
https://www.municode.com/library/ga/richmond_hill/codes/code_of_ordinances?nodeId=PTIIICOOR_CH38FIPRPR_ARTIIIVOFIDE_S38-84DUCHPOPEOF


 Sec. 38-81. - Mutual aid agreements.  

 Response to a call for assistance under the mutual aid agreements with adjacent fire departments    
can only be authorized by the fire chief, mayor, mayor pro tem, or City Manager by a direct contact from 
the Senior Fire Official of the fire department or mayor of the city requesting such assistance.  

(Ord. of 2-20-73, § V, arts. I—III)  

 Sec. 38-82. - Penalty.  

Any person violating the provisions of this article shall, upon conviction, be punished as provided 
in section 1-12.  

(Ord. of 2-20-73, § VI, art. I)  

 Sec. 38-83. - Special police powers for enforcement purposes.  

All regularly appointed members of the department are hereby given special police powers for 
the purpose of enforcing the provisions of this article.  

(Ord. of 2-20-73, § VI, art. II)  

 Sec. 38-84. - Duties of chief of police, peace officers.  

It is hereby made the special duty of the chief of police and/or other peace officers who may be 
on duty and available for fire duty, to respond to all fire alarms and assist the department in the 
protection of life and property, in regulating traffic, maintaining order, and in enforcing observance of 
this article. (Ord. of 2-20-73, § VI, art. III)  

 

 

 

 

 

 

 

 

 

 

 

 



 

BY: __________________________ 
 Harold Fowler, Mayor 
 
 
(Seal) 
 
 
Attest: _____________________________ 
  Ursula G. Lee, Clerk 
 

 

 

 


